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THIS IS WHAT OUR ENGINEERS NEED FOR THE REVIT PANELS TO WORK CORRECTLY.


WE NEED THE ABILITY TO DISPLAY AND MODIFY BREAKER SIZE INDEPENDENT OF WIRE SIZE.



THE ABILITY TO DO

DISPLAY LEFT/RIGHT INFORMATION WOULD BE HIGHLY RECOMENDED.



WE NEED TO BE

ABLE TO DISPLAY

THIS INFORMATION.

ON REVIT PANELS IT DISPLAYS 'VA' ON ALL LOADS. IS IT



PANELBOARD SCHEDULE

	
	PANEL
	K2
	
	
	
	TYPE
	NQOD
	
	120/208
	
	VOLTS
	
	3
	
	
	PH
	4
	W

	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	

	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	X   LUGS
	

	
	MOUNTING
	
	
	
	DIMENSIONS
	
	
	LOCATION
	
	KITCHEN B-132
	
	
	
	
	
	
	
	BREAKER
	

	
	
	X
	FLUSH
	
	
	
	
	
	20
	W
	
	
	
	
	
	
	
	
	
	MAINS
	
	
	SUBFEED LUGS

	
	
	
	
	SURFACE
	
	
	
	
	
	6
	D (in.)
	
	AMP
	
	225
	
	
	
	
	
	
	
	
	ISO GROUND
	

	
	
	
	
	
	
	
	
	
	
	
	H
	
	
	
	
	
	
	
	
	
	
	
	
	
	200% NEUTRAL

	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	

	
	
	
	
	
	
	
	
	
	
	
	BRANCH BREAKERS
	
	
	
	
	
	
	
	
	
	
	
	

	
	
	
	
	
	
	
	WIRE
	CIR.
	
	LEFT PHASE LOAD
	RIGHT PHASE LOAD
	CIR.
	
	
	
	
	WIRE
	
	
	
	

	
	
	ITEM
	AMPS
	POLE
	SIZE
	NO.
	
	A
	B
	C
	A
	B
	
	C
	NO.
	AMPS
	POLE
	SIZE
	
	
	ITEM
	

	
	K-11 SLICER
	
	20
	1
	12
	1
	
	720
	
	
	6600
	
	
	
	2
	70
	
	3
	
	4
	K-26 WAREWASHER
	

	
	K-25 WASTE FOOD
	20
	1
	12
	3
	
	
	1320
	
	
	6600
	
	
	4
	-
	
	-
	
	-
	-
	
	
	

	
	K-28 BOOSTER HEATER
	20
	1
	12
	5
	
	
	
	360
	
	
	
	6600
	6
	-
	
	-
	
	-
	-
	
	
	

	
	K-31 CONVECTION OVEN
	20
	1
	12
	7
	
	1200
	
	
	360
	
	
	
	8
	20
	
	1
	
	12
	K-33 TILT SKILLET
	

	
	SHUNT TRIP
	
	-
	-
	-
	9
	
	
	
	
	
	
	
	
	10
	-
	
	-
	
	-
	SHUNT TRIP
	

	
	K-31 CONVECTION OVEN
	20
	1
	12
	11
	
	
	
	1200
	
	
	
	720
	12
	20
	
	1
	
	12
	K-36 HOOD
	

	
	SHUNT TRIP
	
	-
	-
	-
	13
	
	
	
	
	720
	
	
	
	14
	20
	
	1
	
	12
	K-37 HOOD
	

	
	K-31 CONVECTION OVEN
	20
	1
	12
	15
	
	
	1200
	
	
	600
	
	
	16
	20
	
	1
	
	12
	K-38 HOOD SUPPRESS

	
	SHUNT TRIP
	
	-
	-
	-
	17
	
	
	
	
	
	
	
	1200
	18
	20
	
	1
	
	12
	K-41 REFRIGERATOR

	
	K-31 CONVECTION OVEN
	20
	1
	12
	19
	
	1200
	
	
	995
	
	
	
	20
	20
	
	1
	
	12
	K-42 HEAT CABINET
	

	
	SHUNT TRIP
	
	-
	-
	-
	21
	
	
	
	
	
	290
	
	
	22
	20
	
	1
	
	12
	K-46 COLD PAN
	

	
	K-32 OVEN
	
	20
	1
	12
	23
	
	
	
	1405
	
	
	
	985
	24
	20
	
	2
	
	12
	K-47 HOT FOOD WELL

	
	SHUNT TRIP
	
	-
	-
	-
	25
	
	
	
	
	985
	
	
	
	26
	-
	
	-
	
	-
	-
	
	
	

	
	K-32 OVEN
	
	20
	1
	12
	27
	
	
	1405
	
	
	1630
	
	
	28
	20
	
	1
	
	12
	K-53 ICE MACHINE
	

	
	SHUNT TRIP
	
	-
	-
	-
	29
	
	
	
	
	
	
	
	800
	30
	20
	
	1
	
	12
	RECEPTACLES
	

	
	EF-11 EXHAUST FAN
	20
	1
	12
	31
	
	1175
	
	
	
	
	
	
	32
	20
	
	2
	
	
	SPARE
	

	
	SPARE
	
	20
	1
	
	33
	
	
	
	
	
	
	
	
	34
	-
	
	-
	
	
	-
	
	
	

	
	SPARE
	
	20
	1
	
	35
	
	
	
	
	
	
	
	
	36
	20
	
	1
	
	
	SPARE
	

	
	SPACE ONLY
	
	
	
	
	37
	
	
	
	
	
	
	
	
	38
	
	
	
	
	
	SPACE ONLY
	

	
	SPACE ONLY
	
	
	
	
	39
	
	
	
	
	
	
	
	
	40
	
	
	
	
	
	SPACE ONLY
	

	
	SPACE ONLY
	
	
	
	
	41
	
	
	
	
	
	
	
	
	42
	
	
	
	
	
	SPACE ONLY
	

	
	
	
	
	
	
	
	
	
	
	4295
	3925
	2965
	9660
	9120
	
	10305
	
	
	
	
	
	
	
	
	
	

	
	
	
	
	
	
	
	
	
	
	13955
	13045
	13270
	TOTAL
	
	
	
	
	
	
	
	
	CONNECTED LOAD TOTAL
	

	
	
	
	
	
	
	
	
	
	
	116
	109
	111
	AMPS/PHASE
	
	
	
	EQUIP RATING
	
	
	40270 VA
	

	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	
	

	
	JOB NAME:
	
	EPHRAIM ELEMENTARY
	
	
	
	
	
	
	
	
	
	
	
	20,000
	AMPS RMS SYM.
	




REVIT IS INCONSISTANT WITH PLACING DASHES. DASHES ALSO NEED TO GO IN THE TITLE OR DISCRITION AREA.

THE ABILITY TO ADD A SPACE FOR KEY DEVICES LIKE SHUNTRIPS WHICH HAVE NO LOAD, OR BREAKER BUT REQUIRE BREAKER SPACE. ADDING TO A DEVICE MAY ALSO BE AN OPTION.

NECISSARY? THOSE WHO DON'T KNOW IT IS VOLT/AMPS DON'T KNOW WHAT A VOLT/ AMP IS.



IT WOULD BE NICE TO HAVE THIS INFORMATION CONNECTED TO THE PROJECT INFORMATION.



WE NEED TO BE ABLE

TO MAKE MULTI-POLE

SPARES



WE NEED TO BE ABLE TO DISPLAY SPACE ON PANELS FOR CONTRACTORS

